
                    
 
  
 
 
 

 
Question and Answer Sheet 

RFP 2027-07 REC GYM HVAC 
 
1. Room 118 AHU has Liquid Line Solenoids that are wired up and I assume they are working, I did 
not see LLSV’s on the other 2 units, what is your requirement ? 
 

A. Liquid Line Solenoids are not required unless manufacturer recommends them. 

2. Do you want LL Driers and Liquid Line Sight Glasses on all Systems, currently not standardized 
on existing.  
 

A. Yes. 

3. Refrigerant piping on all 3 systems currently enters wall at top inside building and outside comes 
out at the bottom of the wall, which means they ran existing refrigerant lines probably down thru 
the block in the wall. I guess my question is can a new hole be created if needed to run thru the wall 
internally to go out parallel with lines to the condenser.  
 

A. Yes, new holes may be created. However, contractor must consult with facilities 
staff on location and method prior to piercing walls. 
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